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£ ATS TEST STATION NOTES
(1) REPLACE EXISTING PHENOLIC LABEL SHOWN WITH NEW LABEL
INDICATING:
< D ATS 7EQC
AUTO TEST
(2) REPLACE EXISTING PHENOLIC LABEL SHOWN WITH NEW LABEL
. INDICATING:
2 ATS 7CRB
0 AUTO TEST
(o]
I (3) PROVIDE NEW TEST STATION IN NEMA 4 STAINLESS STEEL
c ENCLOSURE WITH BACKPLATE AND TERMINAL STRIP FOR FIELD
5 WIRING.
S O ] (4) PHENOLIC NAMEPLATE, BLACK WITH WHITE CENTER CORE, AND
< LABELED AS INDICATED. ATTACH NAMEPLATE WITH SCREWS OR
0 RIVETS.
(o]
(5) TWO POSITION SELECTOR SWITCH
(6) LED INDICATOR LIGHT; "G” INDICATES GREEN COLOR, “R” INDICATES
RED COLOR.
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BLDG 45 ELECTRICAL PLAN
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